While the building sector has a significant thermodynamic improvement potential, exergy analysis has been shown to provide new insight for the optimisation of building energy systems. This paper presents an exergy-based multi-objective optimisation tool that aims to assess the impact of a diverse range of retrofit measures with a focus on non-domestic buildings. EnergyPlus was used as a dynamic calculation engine for first law analysis, while a Python add-on was developed to link dynamic exergy analysis and a Genetic Algorithm optimisation process with the aforementioned software. Two UK archetype case studies (an office and a primary school) were used to test the feasibility of the proposed framework. Different measures combinations based on retrofitting the envelope insulation levels and the application of different HVAC configurations were assessed. The objective functions in this study are annual energy use, occupants' thermal comfort, and total building exergy destructions. A large range of optimal solutions was achieved highlighting the framework capabilities. The model achieved improvements of 53% in annual energy use, 51% of exergy destructions and 66% of thermal comfort for the school building, and 50%, 33%, and 80% for the office building. This approach can be extended by using exergoeconomic optimisation.
1.

Introduction
To address the UK's national dependency on high quality energy sources such as, natural gas and coal, recent energy policies and regulatory shifts have aimed to improve cross-sectoral efficiency. At present, the UK non-domestic building sector is responsible for 17% of the country's total energy use and is highly dependent on fossil fuels (60% gas, 10% oil, and 25% non-renewable electricity) [1] .
Particularly, in the English and Welsh non-domestic building sector, the final energy utilisation in 2013 was estimated to be 840.9 PJ (equivalent to 20.085 Mtoe annually) with a primary energy input of 1576.9 PJ [2] . From an end-use perspective, about 50% of all energy demand in the sector was due to space heating, followed by lighting (17%), DHW (10%) and catering (10%). As the majority of nondomestic buildings were built before energy regulations were implemented, this resulted in poor fabric characteristics, inefficient HVAC equipment and controls, and poor occupant energy awareness and comfort levels [3] . Also, the expansion of HVAC systems in new and existing buildings represent higher energy usage rates every year, mainly driven by the constant increasing of cooling demands. In addition, the building replacement rate is typically low (<2%) [4] , and although is expected that by 2050 the footprint will increase by a third, 80% of existing buildings will still be in use. In this sense, energy retrofit measures (ERMs) represent a significant opportunity to reduce existing buildings energy use and carbon emissions.
Currently in the UK, there are a wide range of building energy codes and programmes that encourage the implementation of ERMs on existing buildings by setting minimum values for energy efficiency. For example, Part L2B [5] sets minimal envelope insulation levels when retrofits actions are implemented in existing non-domestic buildings. Moreover, a number of financial mechanisms have been introduced in an aim to drive down demand and improve efficiency (e.g. Climate Change Levy, CRC Energy Efficiency Scheme, ESOS). In addition, policies to support the implementation of low carbon HVAC systems have been developed (Energy Labelling Directive, Renewable Heat Incentive), where technologies such as biomass boilers, heat pumps, and solar thermal equipment are widely supported.
Other example at a European level is the recast of the Energy Performance of Buildings Regulations [6] . The directive took effect in 2013 and among the articles; it sets minimum energy performance requirements on all renovated buildings (Article 7) as well as minimum energy performance on energy systems retrofits (Article 8). The directive seeks that ERMs projects should aim to achieve a trade-off between energy saving and cost-effectiveness.
Background
Simulation-based tools and optimisation of ERMs
With the current range of available technologies and measures, the identification of the most appropriate of these is a critical aspect of the early design phase. As with any energy system, buildings are physically complex systems where interactions between the building, the occupants, the equipment, and the environment are poorly understood. In order to improve the selection of appropriate measures, practitioners require robust tools for effective design, where building simulation play a major role in the design of energy efficient buildings [7] . The use of simulation tools for ERMs represents a quick and cost-effective method to estimate pre and post retrofit energy use of a building. Although building simulation tools lack direct orientation to retrofit analysis, the outputs can be used in life cycle cost analysis tools to calculate energy and cost savings in the future. Too overcome this, several retrofit oriented tools have been developed in the last decade. Hong [8] provided a review of 18 retrofit toolkits categorized in three kinds of methods: a) empirical data driven, b) normative calculations, and c)
physics-based modelling. The latest provide the highest fidelity but with the drawback of being more complex because of the need of more input data and longer simulation times. These tools commonly use as the main energy calculation engine open source tools such as DOE 2.2 [9] and EnergyPlus [10] .
Among the most recent developments are ROBESim [11] , CBES [12] and SLABE [13] . On the other hand, Rysanek and Choudhary [14] developed an exhaustive retrofit simulation tool using TRNSYS [15] and MatLab [16] ; the tool is capable to simulate a large set of building retrofit strategies under economic uncertainty.
In practice, the most common approach to assess a wide range of retrofit strategies is the "scenario by scenario" approach, where the practitioner models several solutions based on experience. The main limitation associated with this approach is that the number of analysed scenarios is typically very low, which often leads to solutions that can be far from optimal. In recent years, parametric or full factorial tools have been developed. In this method, a large number of simulations are carried out in order to assess all the possible combinations, usually having a search space of thousands of solutions with the certainty of reaching the theoretical optimal scenario. This method has the strength that can provide a large amount of data that, for example, can be used to train artificial neural networks (ANN) [17] .
However, in practice the method presents the limitation that is computationally and time expensive.
Another user-experienced based approach is multi-criteria, where a set of pre-defined and preevaluated alternatives are assessed, with no assurance of finding the optimal solution because the alternatives search is constrained by the user [18] . Finally, an approach that has shown potential to explore large search spaces in an efficient manner is multi-objective optimisation (MOO). Three basic types of algorithms are used in optimisation problems applied to buildings: enumerative, deterministic, and stochastic [19] . As Nguyen et al. [20] claims, stochastic methods are widely used, being genetic algorithms the most popular method for building optimisation. Other popular methods are Direct Search, Simulated Annealing, and Particle Swarm optimisation [21] . Attia et al. [19] found that MOO methods are normally used during early designs as researchers and practitioners that use optimisation techniques applied 93% of the cases for new buildings. However, some studies have demonstrated the strength of MOO for retrofit projects [7, 22, 23] . Improvement of the envelope, HVAC equipment, renewable generation, controls, etc., while optimising objectives such as energy savings, occupant comfort, total investment, and life cycle cost has been investigated.
The use of exergy analysis for buildings
However, the aforementioned building energy regulations, modelling tools and optimisation procedures usually only follow the first law of thermodynamics. Energy analysis typically shows similar efficiencies between different systems configurations, so it has significant limitations when it comes to assess the characteristics of energy conversion systems. It also struggles to pinpoint exact locations where inefficiencies are taking place through the whole energy supply chain. As Hammond and Stapleton [24] and Shukuya [25] showed, the majority of the buildings are thermodynamically inefficient, hence have a significant potential for improvement. These inefficiencies are related to the concept of exergy (energy quality or potential to do work), and where unlike energy which is conserved, exergy is exposed to destructions. In the buildings' energy supply chains, these destructions are mainly caused from combustion and heat exchange processes derived from a poor quality match between the supply and the demand. By destroying exergy, useful work that could be useful for other higher quality processes (e.g. industrial, transport, and chemical) is wasted. Inefficient and unwise use of resources can significantly impact national energy security [26] . Among all economic sectors in the UK, the building sector has the highest potential to improve its thermodynamic efficiency (Fig. 1) , and among end-uses, space conditioning processes present the lowest efficiencies (>6.5%) [27] .
Fig. 1 Exergy Efficiency in different UK sectors.
Source: [27] .
In recent years, the extent of research and application of exergy analysis in buildings has significantly increased, mainly supported by two IEA Energy in Buildings and Communities Programme Annexes [28, 29] . The application of exergy analysis has significant potential in the identification of what can be considered unconventional opportunities and the consequent reduction of dependency of high quality fuels. Some research has demonstrated how primary energy input into buildings can be reduced by the application of different principles based on exergy, such as minimizing large temperatures differences, using renewable energy smartly, and considering appropriate passive design measures [30] [31] [32] . In addition, a number of simulation tools have been developed with the intention of calculating exergy consumption throughout building energy systems by using a steady-state analysis [33] [34] . 
Modelling Framework
The proposed framework rellies in a recently developed modelling tool which combines two main modules: a) an energy/exergy analysis simulation for buildings, and b) a retrofit optimisation module.
The modelling engine is based on different existing tools and modules specifically developed for this research. This framework gives the possibility to study a wide range of measures and optimise retrofit designs under different objective functions such as energy savings, exergy destructions, user thermal comfort, CO2 emissions, return of investment, etc. The simulation workflow and modelling environments are illustrated in Fig. 2 . This section will focus on introducing the chosen exergy calculation method and the link between different modules and software. The first two modules regarding building energy model development and calibration will be discussed in the "Case Study" section (Section 4).
Fig. 2 Workflow overview: Exergy Analysis Model for Retrofit Optimisation (EXRETOpt)
Integrating Exergy analysis and MOO into EnergyPlus
Exergy analysis
The selected exergy method, which has the potential to analyse the whole building energy supply chain is based on the model developed by Schmidt [41] which was further improved in the ECB IEA Annex 49 [29] . For thermal systems (HVAC and DHW), this method follows an input-output approach based on seven different subsystems that are very strongly related to each other, and thus the performance of one subsystem is highly dependent on the other subsystems. In this study, additions to the exergy method were undertaken through implementing exergy analysis on end-uses such as lighting, electric appliances, refrigeration, and catering; thus considering all the possible exergy streams through the building subsystems. Fig. 3 illustrates the abstraction that was made to identify all the building subsystems and streams to be analysed. [29] .
The calculation is performed in the opposite sequence to the demand, starting from the envelope and concluding in the conversion of primary energy. The demand of each subsystem must be satisfied by the subsystem before. Unlike energy analysis, exergy demand is not calculated using "exergy balance" equations; but is instead calculated by using the energy balance outputs multiplied by the quality factor, given by the Carnot 1 equation for thermal exergy. This is one of the reasons why exergy is not a substitute of typical energy analysis and should therefore always be considered complementary to it.
Although the analysis method is well documented in the aforementioned references, in this section a simplification of the method is presented through highlighting the most important equations and some particularities of the current model. Firstly, to calculate the building exergy demand for thermal end uses the detailed exergy demand approach is used [29] . This approach differentiates the demand related to heat , ℎ (Eq. 1) to the demand related to matter , (Eq. 2). In both the use of the Carnot factor is needed:
, ℎ ,
where, 0 is the outdoor temperature and ℎ is the average inside temperature of the zones, , ℎ is the energy demand for thermal-based end uses, , is the energy demand due to ventilation, is the time-step, and n is the number of thermal zones analysed.
In a similar manner, exergy demand for refrigeration , , domestic hot water , , and cooking , can also be calculated using the Carnot factor.
Refrigeration:
where is the energy demand for refrigeration, is the refrigerator's coefficient of performance, and is the refrigerator working temperature.
Domestic Hot Water:
where is the domestic hot water energy demand, is the DHW generation system efficiency, is the quality factor of the energy source used, and is the heated water temperature.
Catering:
where ( ) is the cooking energy demand, is the catering equipment efficiency, and ( ) is the cooking temperature.
As electricity has similar energy and exergy contents, the majority of electric-based equipment such as fans, pumps, lighting, computers, and motors were considered to have the same exergy efficiency as their energy counterpart ( ≈ ) and therefore the same exergy consumption. Hence, to calculate the electrical exergy demand , , ℎ the following formula was used:
where , , ℎ is the energy demand for the ith electric-based end use equipment, and , is the quality factor of electricity. The values in Table 1 were used for the analysis of electric-based equipment: Finally, to obtain the total exergy demand at the building level , all previous calculated demands are added as follows:
where , is the exergy demand for each end-use.
Primary Exergy Input and Irreversibilities calculation
After demands are calculated, the model proceeds to calculate exergy destructions at each subsystem level. As can be seen in Fig. 3 , the subsystem analysis is more detailed for thermal based end uses, where the energy supply chain is divided in 7 components (PET, generation, storage, distribution, emission, room, and envelope). On the other hand, for DHW, 4 subsystems are considered (PET, generation, distribution, demand); while for electric based equipment only 3 subsystems are considered (PET, distribution, demand). To analyse exergy input at the primary generation subsystem ( ) and distinguish the impact of using different types of energy sources, equation (8) was used:
where, is the total energy used by the building HVAC/DHW generation systems (chiller, boiler, CHP, etc.), is the system efficiency, , and , is the is the UK primary energy factor [43] and fuel quality factor [29] , respectively, , , ℎ is the exergy demand for electric based equipment, and , is the primary energy factor for electricity. Fuel primary energy factors and quality factors used in this study are shown in Table 2 . Finally, an important indicator in this research is 'total exergy destructions' , . When the energy supply passes through the energy supply chain, exergy destructions are expected throughout all the subsystems. These are dependent on factors such as the building envelope or the systems components characteristics. Although the 'primary energy transformation subsystem' is located outside the building boundary, the exergy method used in this study also considers the destructions at this stage. Within this framework it is possible to distinguish many sources (e.g. electricity, natural gas, and district energy), and external supplies (gas, oil, renewables), which gives a more robust understanding of the impact of different primary energy sources used for buildings and its systems. This indicator is important as it is used as one of the optimisation objectives. This was obtained by subtracting the primary exergy supplied minus the exergy demanded by the building as follows:
2 The District system was assumed to be run by a single-effect indirect-fired absorption chiller with a coefficient of performance (COP) of 0.7.
where and , are the total primary exergy supplied and total building exergy demand, respectively. A limitation of this analysis is that only thermal exergy is considered, neglecting the effect of chemical and mechanical exergy.
The reference environment
Exergy calculations are highly dependent on the choice of the reference environment. This is determined with a preliminary analysis to identify the environment able to act as entropy-disposal sink.
An essential characteristic of the reference environment is that it has to be irreversibilities-free, where
all the major exergy destructions should occur on the system or process being analysed [44] . The majority of studies in this field perform steady state calculations using monthly or seasonal average temperatures. For this work, hourly external temperatures given by the TMY2 weather files were taken as the reference environment, which allows the model to perform 1-h step calculations.
Coupling Exergy analysis with EnergyPlus
The open source software tool EnergyPlus [10] was selected as the calculation tool for first law analysis.
While EnergyPlus in its original format is not capable of performing exergy analysis, its characteristics allow users to easily develop external add-ons. EnergyPlus is able to deliver the detailed inputs needed for the dynamic exergy analysis such as building energy demand, primary energy use, indoor and outdoor temperatures, and HVAC/DHW working fluid temperatures, mass, and enthalpies at any system location. For the linking of the selected exergy method with EnergyPlus the jEPlus 1.6.0 software environment [45] This process, shown in Fig.4 , is embedded in the "MODULE: Energy/Exergy analysis, parametric simulations, and retrofit scenarios" in the simulation framework previously illustrated in Fig.2 .
Fig. 4 Flow of Energy/Exergy co-simulation using EnergyPlus, Python scripting and jEPlus
For the calibration and verification of the exergy analysis method, model outputs were compared to results obtained from the steady-state Annex 49 pre-design tool. This comparison should be considered with caution as dynamic simulation results can vary greatly from steady state assessments due to variations in the reference environment.
Retrofit scenarios and parametric simulation
Prior to conducting the optimisation problem analysis, a retrofit module that considers all the variables that will be changed to the defined baseline models was developed. Based on this approach, different retrofit measures were designed at each level of the building energy supply system and building envelope ( Table 3 and Table 4 ). This module encompasses a variety of retrofit measures (parameters) typically applied to UK non-domestic buildings [47] . For example, for the case of the insulation thickness, the values were taken from current available products in the UK market [48, 49] , as such each technology has a different thickness. As retrofit models involve the selection of several modelling parameters, and to be able to handle different systems designs, the definition must be made by using EnergyPlus Macro function. The function allows for the creation of compact .idf files that can represent each measure. jEPlus will then pick the files and put them into the main building model to then 'call on' EnergyPlus for final simulation. jEPlus has facilitated the coupling by encoding retrofit measures into 'genes', expressing new genes as new building models.
Multi objective optimisation module with NSGA-II
To merge the 'energy/exergy analysis and retrofit module' with a multi-objective algorithm, a link to jEPlus + EA [50] was developed. The optimisation process is embedded in the "Module: GA Optimisation" shown in Fig. 2 . In the modelling process, once jEPlus has handled the simulation files and provided the final outputs from the energy/exergy model, the optimisation module takes over. This 
Objective functions
In general, an energy optimisation problem requires at least two conflicting problems. In this study three objectives that have to be satisfied simultaneously were investigated. These were the increase of exergy efficiency (or reduction of exergy destructions), reduction of building energy use, and the increase of occupant thermal comfort hours. 
b) Occupant discomfort hours:
c) Building annual exergy destructions:
No constraints in the building parameters or in the modelling outputs were considered in this paper. As there is usually no single solution that can satisfy all the objectives in MOO, a Pareto front was obtained.
All these solutions were equally satisfactory unless the decision maker put more importance on one objective than the others. Regardless of this, the main goal of the tool is to find as many of optimal solutions as possible. 
Case Study
Building Archetypes
The EXRETOpt model was applied to two archetypal UK non-domestic buildings-a primary school and an air-conditioned (A/C) office building-which belong to two-subsectors that in the UK have an annual energy demand of more than 200 PJ [53] . These archetypes were selected to allow for comparison and to perform analysis for both heating and cooling cases (for the office building). These archetypes models (Fig. 6 ), were developed based on an extensive review of relevant literature [54] [55] [56] combined with statistical analysis from data sources. The main characteristics of each can be described as follows: The minimum fabric thermal values from the 1985 UK Building Regulations [58] were used for the building fabric elements for both archetypes. All other model variables such as occupancy patterns, thermostat temperatures, infiltration, and interior equipment were based on CIBSE guides [59] . The weather data file, and thus the reference temperature for exergy analysis, was based on the LondonGatwick TMY2 file.
Fig. 6 Computer generated 3D model of the UK primary school and office building archetypes 4.2 Building energy model calibration
As modelling process includes assuming inputs that are either unknown or hard to measure, this can therefore have a significant impact on outputs. To assess the impact of these uncertainties related to what were considered important input variables on the total predicted annual energy use [60] , a comprehensive sensitivity and uncertainty analysis (SA&UA) was performed using SimLab 2.2 [61] .
SA&UA is a common method for calibration of baseline building designs and for exploration of retrofit measurers where payback periods can vary depending on the input variable assumptions made [62] .
To calibrate the models, 8 significant parameters were analysed: building orientation, envelope thermal conductivity, air tightness, occupant density, set point values, HVAC system efficiency, and lighting and equipment power density. For parameters where limits were hard to measure normal distributions were considered for the analysis. The Latin Hypercube Sampling method was used to create 200 models for each building followed by a Monte Carlo Analysis to obtain sensitivity and uncertainty results. To ensure that the predicted energy use for both models was realistic, values obtained from the analysis of
thousands of Display Energy Certificates (DEC) of non-domestic buildings located in England and
Wales were used for reference [63] [64] [65] . The archetype models were calibrated with values representing the top 25% performing buildings in the subsector. For the primary school archetype these values were 42 kWh/m² for electricity and 107 kWh/m² for gas, while for the office archetype these were 105 kWh/m² for electricity and 87 kWh/m² for gas. The entire search space simulation and calibrated baseline model (in red) for both buildings is illustrated in Fig. 7 .
Fig. 7 Simulation cases from Latin Hypercube Sampling. In red the selected calibrated building
The baseline building characteristics for both energy models are listed in Table 5 . 
Results and Analysis
Baseline results
Baseline outputs were obtained for both models. The school archetype EUI (one of the optimisation objectives) was 152.5 kWh/m²-year; with gas as the main energy source (70.0%). By end-use, heating represented 48.2% of the total energy demand, followed by DHW (21.8%) and lighting (17.5%). In the case of the office, the EUI was 197.5 kWh/m²-year with similar demands for gas and electricity (gas: 57%, electricity: 43%). The main end-use was heating (36.7%) followed by interior equipment (23.0%) and lighting (21.8%). The results show different end-use patterns between building types, mainly due to the cooling demand in summer months for the office archetypes. A monthly breakdown by end-use can be seen in Fig. 8 .
Fig. 8 Monthly Energy Use Indicators by end-uses for the baseline models. In red colours gas based enduses. In blue colours electricity based end-uses.
The second objective, the non-comfortable hours, was to be 1,193 hours per year for the school archetype.
This considered all the main occupied zones (classrooms, offices and common areas) as well as evening activities, summer time activities, and staff working hours. For the office archetype this was found to be 1,439
hours. Gas generation subsystem (gas fired boiler) due to the high-temperature combustion process that takes place. In the summer, as no mechanical cooling is required, exergy destructions were zero. Fig. 10 and Fig. 11 illustrate the office archetype HVAC hourly exergy destructions for the winter and summer design days, respectively. A markedly different pattern can be seen in the two seasons; while the main destructions in colder months are located in the generation subsystem (boiler) during the summer the main destructions shift to the 'Primary Energy Transformation', where the conversion process from natural energy sources to electricity produces the highest exergy destructions in the supply chain. In this case, the use of a high quality source (electricity) for a low quality demand such as cooling process in a temperate climatic is highly penalised by exergy analysis. As can be seen in Fig. 11 , the dotted line representing the envelope destructions are below zero, this indicates that the building has exergy that has to be removed from within it to the environment. This usually occurs when a cooling process is required even when the outside temperature is below the room set point temperature. 
Fig. 9 Primary school: Winter Design Day. Baseline Exergy destructions by HVAC subsystems
Fig. 12 Hourly exergy destructions and destruction percentage the HVAC subsystems of a typical primary school and an A/C office building
While a seemingly obvious solution would be to reduce this high irreversibilities, this should be preceded by the improvement of building generation systems. However, it is important to note that although some components may have higher exergy destructions rates than others, it is probable that these destructions are caused by exogenous origins (i.e. due to inefficiencies of other components within the system such as the envelope or emission subsystems). This means that passive measures may also be used for the minimisation of irreversibilities, but will have a lower impact on how the destructions are distributed between subsystems.
Pre-optimisation parametric study
To provide insight on the concept and test the EXRETOpt capabilities, a parametric analysis was performed for two subsystems: at the envelope subsystem by adding insulation, and at the generation subsystem by exploring different HVAC technologies.
Impact of different insulation materials
Firstly, in considering all the insulation options listed in Envelope Room Air Emission Distribution Storage Generation Primary Transformation maximum reduction of only 0.5% of energy savings and 0.9% of thermal comfort improvement was achieved through the use of 0.20m of cork board insulation. The lower energy saving was due to an increasing demand on electricity to cover the higher summer cooling loads. The minimal comfort improvement was due to the occurrence of overheating during the summer months, so although an improvement was seen in heating season, summer months became more uncomfortable. Finally, exergy destructions in the primary school archetype were reduced by 2.7% (Fig. 13) , while all insulation measures for the office resulted in an increase in total irreversibilities, ranging from a 1.0 to 2.5% increment (Fig. 14) . In the primary school case, the reduction was higher due to a much lower input of fossil fuels, while in the office reductions were not achieved due to increased electricity consumption for cooling processes. Cork board %Exergy red.
Phenolic %Exergy red.
Fig. 14 Impact of different insulation types and thickness on energy use and exergy destructions:
A/C Office case study.
Impact of different HVAC systems
To investigate the impact of different HVAC technologies, a further parametric analysis was performed by combining the insulation material with the best performance and nine different system configurations. From the insulation analysis, only the 0.06m thickness was considered, since thicker values did not have a significant impact. For the school case, the use of 0.06m of polyurethane insulation combined with a GSHP with low temperature underfloor heating (35ºC supply/25ºC return) achieved a reduction of 56.7% in energy use, but with no major improvement in occupant thermal comfort. The highest exergy destruction minimization (21.1%) was obtained through the use of District Heating with the same low-temperature emission system configuration (Fig. 15 ). This increased HVAC exergy efficiency from 0.7% to 14.7%. XPS %Exergy red.
Cellular Glass %Exergy red.
Cork board %Exergy red.
Fig. 15 Influence of different HVAC configurations on energy, exergy destructions, and comfort levels: School case study with 0.06m of polyurethane
For the office archetype, 0.06m of cork board insulation combined with the GSHP with underfloor heating/cooling configuration achieved the maximum energy saving reduction (40.9%) and the highest exergy destructions reduction (20.4%). This system represents an increase in the exergy efficiency of the HVAC system from 6.9% to 23.1%. Also, the system was able to reduce discomfort hours by 59.9% as compared to the baseline. The configuration that achieved better thermal comfort levels was the condensing gas and biomass boilers with underfloor heating. This achieved an improvement of 90.0%, but with a lower decrease in exergy destructions (Fig. 16 ). 
Retrofit Design Optimisation
As the investigation of the impact of more technologies, configurations, and combinations between retrofit measures using the aforementioned approach is both impractical and time consuming, the multi-objective optimisation module was tested at this stage. As expected, the search space (all possible retrofit combinations)
for the school and the office archetypes were 77,955,072,000 and 389,775,360,000 options, respectively.
Since running both full parametric projects with a 4-core laptop would be unfeasible to due computational constraints, the use of an optimisation algorithm drastically reduced the number of simulations needed to at least achieve close to optimal results. It should be noted that an important task fundamental to this process is the identification of optimal computing settings to improve calculation time and accuracy. As GA needs a large population size to work efficiently [66] to define the Pareto front within the entire search space, the following settings were therefore defined for this study: For both cases results show that the impact of an increasingly air-tight building in a temperate climate such as London (UK). It should be noted that as highlighted in the office case in particular, overheating risk in summer months is a factor that should be taken into consideration for further analysis. be achieved. However, by using energy use as the primary objective, it was possible to achieve improvements of 69.5% for energy use, 13.5% for exergy destructions, but this negatively impacts thermal comfort (-42.2%).
On the other hand, the office case shows that optimising either objective leads to an insignificant deterioration in the thermal comfort indicator. Yet, by individually optimising thermal comfort, reductions of 3.6% in energy use and 99.6% of discomfort were achieved, but with a deterioration in exergy destructions by 25.4%.
In general, to achieve better solutions a compromise in objectives is required. The closest model to the utopia point considers the same weight to the three analysed objectives. For the primary school, this was achieved through a design based on a condensing gas boiler with a VAV emission system, with lower levels of insulation thickness, and an improvement of 30% (from 0.58 to 0.40) on the envelope's infiltration rate. The achieved reductions were 52.9%, 66.5%, and 50.9% for the energy use, non-comfortable hours, and exergy destructions, respectively. The office improved by 50.3%, 79.8%, and 33.0% for energy, thermal comfort, and irreversibilities, respectively, through the use of a GSHP with underfloor heating/cooling, with high insulation thickness for only the roof and the same infiltration rate as the baseline building (0.78 ach). 
Conclusions and Future work
The focus of this paper was to propose a means by which exergy analysis can be integrated into a retrofitoriented energy simulation tool to strengthen the typical analysis applied to the comparison and selection of the most optimal building energy retrofit projects. Firstly, the tool (EXRETOpt) was tested though the application of a typical parametric process by exploring the impact of different types of insulation and HVAC configurations. This demonstrated that although this process leads to improvements in energy and exergy indicators, it is considered to be time-consuming.
By using the developed exergy-based multi-objective optimisation model, major improvements (close to optimal) were achieved in regards to the size of the search space. This method can provide more information than the typical optimisation methods based solely on energy analysis. The aim of implementing this model was to find the optimal retrofit measures by minimising energy use, exergy destructions, and thermal discomfort. As expected, optimal results based on energy analysis, and considering the London climate and without any economic constraints, are dominated by measures such as triple glazing, high exergy systems (condensing and biomass boilers), while having an airtight envelope. If we consider exergy as the main objective, solutions switch to systems such as district heating/cooling and GSHP while having envelopes with lower insulation levels and airtightness. Also, this approach leads to better thermal comfort conditions for the occupants, giving ERMs practitioners and decision makers more flexibility in the design process.
The model was able to identify a large space of Pareto solutions, where even the outputs of non-competitive objectives such as minimization of exergy destructions and energy use can lead to different results on the objectives. Significant output uncertainties exist due to the nature of building simulation tools, exergy analysis (e.g. reference environment) and the lack of empirical data. More model runs of the same projects are required to avoid results that can be obtained due to a hypothetical early convergence of the algorithm.
The most significant limitation of the study is that the cost objective function was not considered. This is an objective that would radically change the optimal solutions obtained in this research. As thermoeconomics is a valuable tool for optimisation of energy systems under second-law parameters, further work will aim to further the development of an exergoeconomic module by considering the exergy cost of streams, cost of retrofits (information on capital investment and operating cost of technologies), fuel tariffs and government incentives.
In addition, it is recommended that a Life Cycle Analysis (LCA) of exergy destructions at the production stage of equipment and materials is considered. This is especially true for thermal insulations, which typically requires large amounts of exergy for manufacturing. The model application in real building will determine its robustness and limitations, and it is expected to apply the model in a real case in the near future.
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